PIPE SUPPORT LOWER WALL & FOOTING

~3/4" Chamfer

C Both
Sides
February 23, 2008
Revised
FOOTING DIMENSIONS AND REINFORCEMENT
DIRECTION OF v~ A HEIGHT FROM LOWEST FINISHED ADJACENT
STREAM FLOW B C GRADE TO CENTERLINE PIPE=4'-6’
Both
Sides FOOTING FOOTING
h PIPE BOTTOM TOP
SIZE A B* C D REBAR REBAR
inches|inches | inches| inches| inches| BOTH WAYS BOTH WAYS
6 16 28 18 12 5@ 13 1/4"|#4 @ 15 1/47
8 16 30 18 12 5@ 8 3/4" 4 @ 15 1/4"
10 186 32 18 12 5@7 1/2" 4 @ 15 1/4"
12 16 34 18 14 5@ 7 3/4" 4 @ 15 1/47
14 16 36 18 14 5@ 7" 4 @ 15 1/4"
16 16 38 18 14 5@ 6" 4 @ 15 1/4"
PLAN VIEW SUPPORT FOOTING AND WALL 18 16 20 18 16 5@ 7 1/2" |k @ 15 174"
20 16 43 18 16 56 1/2" 4 ® 15 1/47
For Vertical Steel Reinforcement 24 | 18 57 18 20 5@ 6 1/2" |#4 @ 12°
See Top Connection for Concrete __ | 30 18 63 18 24 5@6 1/4” |#4 @ 9 1/2"
Pipe Support and extend to Footing % 36 18 69 18 26 5@6 1/4” |#4 @ 9 1/2°
bottom rebar 42 18 75 20 28 5@ 6 1/4" 4 @ 8 3/4"
. 48 24 82 20 32 5@ 6 1/4" 5@ 11 1/2"
e[ IOSEE, SITFURE, 5¢ |24 |89 | 22 | 32 | #5 @ 6" 5@ 11 1/2
S REETE Bo 60 |24 | 121| 22 | 36 | #5 @ 6 3/4" |#5 @ 10 1/4”
2" Clear—e] ke 64 | 24 | 125 22 | 38 5@ 7 1/2" |#5 ® 10 174"

* for 90" pipe angle
Increase Dimension B if angle between pipe and support is

AASHTO M288 for

f Closed Stirrupydss LA other than 90°, hold Top Connection Minimum Distance
18" Min L A /1 OO YA YA to Edge from Pipe Knockout
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